
41-1/2"
1054mm

GROUND LEVEL

[1829mm].  WASTE TO BE 1-1/4" IPS

MAIN SEWER LINE LOCATED BELOW
MINIMUM TO A POROUS GRAVEL FILL OR

FROST LINE (NOT SUPPLIED).

(TO SPOUT OUTLET)

(BY OTHERS)
1-1/2" WASTE

4X 1/2"-13 UNC
CONCRETE ANCHORS

BURY DEPTHS OF 48"[1219mm] AND 72"

152mm
6"

Ø

6"
152mm

864mm

686mm

30" SQUARE CONCRETE
SLAB (NOT SUPPLIED)

TUBING FOR
AIR ACTUATION

27"
OUTLET)

(TO SPOUT

35-1/2"
902mm

34"

 3/8" SUPPLY TUBING
W/FOAM INSULATION

14"
356mm

11-1/2"
292mm

18"
457mm

28-1/2"
724mm

11-1/2"
292mm

14"
356mm

4X
19mm

3/4"
Ø

DISCONNECT COUPLING 
TO REPLACE BUBBLER
HEAD (2X)
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